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FUEL GAS

PIPING BATTERY LIMITS

TP-01

TP-02

TP-03

TP-04

TP-05

DEMI WATER

DRINKING WATER

FIRE-FIGHTING  WATER

TP-06

FLUID

TP-2
TP-4

TP-1

TP-08 CONNECTING TO CCR

TP-09 STAND BY MV CONNECTION

TP-8
TP-9

HV cable 380 KV

Pipes for HV cable and
communication etc.

3

Irsching 6 Perimeter

Fence  /  Zaun

TP-7.1

TP-7.2

3

VE -  WASSER

BESCHREIBUNG

TRINKWASSER

LOSCHWASSER

BRENNGAS

VERBINDUNG  ZUR ZENTRALEN LEITWARTE

6KV - ANSCHLUSS

DELETED GELOSCHT

WASTE WATER

RAIN WATER

SCHMUTZWASSER

REGENWASSER
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GAS TURBINE OPEN CYCLE

GENERAL LAYOUT

1 1/

0647

Standort Irsching 6 - bnBm
Gasturbine 1 x 300 MW

Uniper Technologies GmbH
Alexander-von-Humboldtstr.1

HV kabel 380 KV

Rohre fur HV kabel
und kommunikation

Uniper Kraftwerke GmbH
Holzstr. 6

45896 Gelsenkirchen

UBERSICHTSPLAN  GESAMTANLAGE

40221 Düsseldorf 

Ansaldo Energia
Via N. Lorenzi 8 
16152  Genova - Italy 
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